In this study, the microclimate of the test room was regulated using thermoelectric air duct cooling system (TE-AD) operated at input powers-240 W, 360 W, 480 W, 600 W, 720 W, and 840 W, on subsequent nights. Fifteen (15) healthy male volunteers were recruited to sleep under these test conditions and their sleep quality was assessed by studying objective measures such as sleep onset latency (SOL), mean skin temperature and heart rate as well as subjective parameters like predicted mean vote (PMV) and predicted percentage of dissatisfied (PPD). There was a consistent improvement on all studied parameters when the power of the system was increased from 240 W to 720 W. The mean sleep onset latency time was reduced from (M = 40.7 +/− 0.98 min) to (M = 18.33 +/− 1.18 min) when the operating power was increased from 240 W to 720 W, denoting an improvement in sleep quality. However, increasing the power further to 840 W resulted in deteriorating cooling performance of the TE-AD system leading to an increase in temperature of the test room and reduction in sleep comfort. Analysis of subjective indices of thermal comfort viz. PMV and PPD revealed that subjects are highly sensitive towards variations in microclimate achieved by changing the operating power of the TE-AD. This device was also found to be environmentally sustainable, with estimated reduction in CO 2 emission calculated to be around 38% as compared to the conventional air-conditioning.
Introduction
Adequate sleep is important for maintaining a healthy and productive lifestyle. Impaired quality and reduced duration of sleep may lead to serious short-term and long-term health and related consequences [1] . This can range from increased risks of obesity, Type-2 diabetes to a spectrum of cardiovascular ailments [2] . Studies have also linked lack of adequate sleep to workplace injuries and comfort and economic efficiency of cooling of air using TE-AD in a test chamber of area 16 m 2 . It was found that the payback duration and energy efficiency decreased on increasing the number of TEM units. An estimated maximum electrical savings of US $153.90 per year was achieved, with an estimated payback period of 0.75 with a one-unit TEM air-conditioner. Occupants reported 'thermally satisfied' at this configuration and the system met the ASHRAE Standard 55 [22] with a cooling capacity of 29.2 W and COP of 0.34. Lertsatitthanakorn et al. [23] in another study assessed the cooling performance and thermal microclimate modulation of a test room of volume 4.5 m 3 fitted with a TE cooling device. A total of 36 TEMs were functioned at 1 A, resulting in a cooling capacity of 201.6 W and a coefficient of performance of 0.82. A comfort examination demonstrated that the subject appraisals toward the test-room microclimatic conditions fit well with ASHRAE Standard 55 [22] . Irshad et al. [24] investigated the microclimatic regulation in a test room fitted with a TE-AD device. It was found that the operating power of 6 A and 5 V produced the maximum thermal comfort. At this specification, a PMV in the range of ± 1 was obtained from more than 80% of the occupants as per ASHRAE Standard 55 specifications.
Irshad et al. [25] investigates thermal comfort of test chamber fitted with both a PV wall system and TE-AD cooling system in Malaysian climatic conditions. From the outcome of this experiment one can infer that the implementation of a PV panel and a TE-AD system on the south facing wall and north facing wall of the test chamber respectively reduced the heat load and increased thermal comfort levels inside the room. Parameters such as overall thermal sensation ratings, PMV, and PPD, concluded that occupants 'thermally satisfaction' rate increased above 90%. Kimmling et al. [26] presented a preliminary study assessing the thermal comfort of a building having PV panels that provided power to the thermoelectric cooling system which worked by radiative cooling. This system resulted in better thermal sensation and thermal comfort of the subjects.
Review of extant literature suggests a lack of study pertaining to the sleeping behavior and adaptation of occupants when they are resting inside a room-chamber consisting of a thermoelectric cooling system. This study endeavors to bridge this gap by investigating the sleeping comfort and adaptive parameters of occupants in test chamber fitted with a TE-AD cooling system in tropical climate. In this study, the subjective reportings of the occupants (before and after sleep) as well as objective findings (recorded during sleep) were evaluated at six different inputs to the TE-AD from 240 W to 840 W. A schematic illustration and the design guidelines used in this research are also provided in the relevant sections.
Methodology

Test Chamber
A test chamber of volume 21.16 m 3 , situated in the research facility of Universiti Teknologi PETRONAS, Perak, Malaysia was utilized for this experiment. The measured volume of the study test chamber was 21.16 m 3 . The north-side enclosure of the test room was fitted with a thermoelectric air channel cooling framework (TE-AD) with adjustable power capacity starting from 240 W to 840 W. The components of the TE-AD framework was set up as specified in a previous study [27] . The test chamber comprised of a bed of measurement (0.91 m × 1.88 m), a wooden chair, a general-use table of measurement (1.2 m × 0.49 m × 0.77 m). A LED bulb (20 W, 1600 lm), and a roof fan of specifications (54 W, 330 rpm, and 200 cm 3 /min) were pre-fitted in the room.
Description of Occupants
A number of prospective male subjects were screened to shortlist 15 healthy participants with no histories of -recent intake of medications, any recognized sleep disorder, erratic sleep pattern, any illness which may affect sleep such as asthma, hypertension, or recent fever (Table 1) . Fifteen male occupants were chosen due to extensive experimental duration and phases. As mentioned below each occupants has to spend nights in the test room for six different combination of input power supply to the TE-AD system. Further, prior to recruitment in this study, the sleep pattern history of the past one week of the occupants was noted to exclude any subject with sleep abnormality. Before the start of the study the subjects registered their responses on the Pittsburgh Sleep Quality Index (PSQI) and subjects with a PSQI score > 5 were excluded from the study [28] . A subjective opinion of the thermal comfort was recorded from the occupants before the start of the experiment (Figure 1 ). The occupant characteristics had been validated in an earlier study [29] . The subject wore a sleeping dress comprising of thin trousers (0.20 clo), a short-sleeved round neck t-shirt (0.09 clo), and a thin blanket (0.32 clo) was supplied to the subjects to cover the body while sleeping. The subjects were compensated at a fixed rate and no rewards were to be given. Research ethics committee of the university approved the study. to the TE-AD system. Further, prior to recruitment in this study, the sleep pattern history of the past one week of the occupants was noted to exclude any subject with sleep abnormality. Before the start of the study the subjects registered their responses on the Pittsburgh Sleep Quality Index (PSQI) and subjects with a PSQI score > 5 were excluded from the study [28] . A subjective opinion of the thermal comfort was recorded from the occupants before the start of the experiment (Figure 1 ). The occupant characteristics had been validated in an earlier study [29] . The subject wore a sleeping dress comprising of thin trousers (0.20 clo), a short-sleeved round neck t-shirt (0.09 clo), and a thin blanket (0.32 clo) was supplied to the subjects to cover the body while sleeping. The subjects were compensated at a fixed rate and no rewards were to be given. Research ethics committee of the university approved the study. 
Thermal sensation, comfort level, quality of sleep of the occupants were recorded before and after the sleep using a survey form and air flow rate was recorded before and after the sleep. After waking up, the subjects also provided their feedback on the quality of their sleep during the night, which was recorded on the basis of a proforma used in an earlier study. An ASHRAE point scale proforma was used to record the thermal comfort, thermal sensation and thermal preference of the occupants.
Sleep Assessment
Sleeping Quality
In this experiment the wearable Fitbit Alta HR wristband watch was worn by the occupants to record sleep state and sleep efficiency measures such as body movement, heart rate, sleep-stage, and sleep quality. Fitbit watches are wearable activity trackers which are user-friendly and non-prominent. They are able to function by virtue of three axis Micro-Electro-Mechanical Systems (MEMS) accelerators, through which they record body movement and physiological parameters. The subjects were required to wear the Fitbit Alta HR watch over their non-dominant hand. Recent studies have pointed to the validity of the use of Fitbit devices for sleep studies in persons not showing clinical features of any sleep disorder. As compared to polysomnography too, Fitbit devices have demonstrated comparable efficiency in detecting state of sleep or wakefulness as also measuring sleep composition. REM sleep too can be estimated in a reliable manner by Fitbit devices [30] . Fitbit devices have been compared with Actigraphy and Fitbit devices have been found to be appropriate for sleep evaluations [31] . It was ensured that the subjects did not wear the device too tightly as it could impede blood flow and affect the heart signals. The signals received depend on the magnitude of body movement. The data were projected on a laptop and recorded using a wireless Bluetooth technology. Analysis of this data indicated the quality of sleep was derived in terms of the indices such as total sleep time (TST), sleep onset latency (SOL), heart rate (HR), sleep efficiency (SE), waking after sleep onset (WASO), and waking bouts (WB).
Thermal Environment During Sleeping
A wireless weather station (DAV005) was placed at a chosen spot on the test room. This measured outdoor macroclimatic conditions viz. temperature, relative humidity, solar irradiation, and speed and direction of the wind. The conditions inside the test room were measured and recorded by placing K-type thermocouples and hygrometers at selected spots. The indoor temperature and relative humidity were automatically recorded at intervals of 1 min in the multichannel data logger (Graptec GRA002 multichannel data logger, Japan). TESTO 480 probes were placed around the mid-point of the bed to record air velocity, dry and wet bulb globe temperatures, mean radiant temperature, air quality, as well as objective PMV and PPD. Subjective PMV and PPD is calculated by using Fanger's equation which was developed by analyzing filled questionnaire detail mentioned in Reference [19] , given to each occupants during all sleep session.
As shown in Equation (1), T comfort (Temperature of comfort) is a function of T RM (Mean running temperature) and T opt (Operative temperature). Further, in order to calculate operative temperature (T opt ), radiant mean temperature (T mrt ) and heat transfer coefficient by convection (h c ) and radiation (h r ) were calculated as shown in Equation (1) .
According to ASHRAE Standard 55 [22] , T mrt is determined by Equation (2). where, the D is globe diameter and ε is the globe sensor surface temperature emissivity Further according to the European Committee for Standardization (CEN standard) [32] , T rm is calculated by using Equation (3),
where, T rm(yesterday) and T rm(today) are the mean running temperature for yesterday and today in • C, respectively. The T m(today) is the daily mean outdoor temperature of the day in • C, and an α of 0.8 was considered [33] .
Adaptive Model
The adaptive comfort model of the test room used in this study is determined by linear regression. Using Griffiths method, the dependent variable T comfort and an independent variable T can be calculated by using Equation (4) .
T comfort is the temperature of optimum comfort in • C, the T signifies the air temperature indoor, globe temperature or operative temperature, in • C. The thermal sensation vote before and after sleep is represented by TSV and "0" signifies condition of neutrality. The Griffiths coefficient α represents rate of change of TSV with air temperature of indoor climate. According to Humphreys et al. [34] , α is set at values of 0.25, 0.33 and 0.5.
Data Analysis
The recorded data was log transformed and analyzed. Two samples t-tests were performed on the following variables-climatic conditions, sleep quality parameters, and subjective sensations, and variations in the data at different input values were predicted. The formula to calculate one sample t-test is given below in Equation (5) .
All sleep quality parameters were examined using one-way Analysis of variance (ANOVA) test for repeated measures. Level of significance was set at 5% for both statistical tests. Please refer to the results section for details.
Experimental Procedure
The test chamber, described in Section 2.1 and the schematic diagram shown in Figure 2 , has a cooling load of 589 W. In order to provide enough cooling TEMs each having 25 W cooling capacity were arranged inside the duct, details of which have been mentioned in previous studies [25, 27] . The uncertainty analysis of measured parameters is also detailed in a previous study [27] . Twenty four TEMs were arranged inside the duct having cumulative cooling power of 600 W. The constant DC power supplier was used to provide six different incremental input current, i.e., (2 A, 3 A, 4 A, 5 A, 6 A and 7 A) at a fixed input voltage of 5 V, which in terms of operating power for twenty four (24) TEMs (240 W, 360 W, 480 W, 600 W, 720 W, and 840 W) were used to alter the microclimate of the test-room. The experimental conditions were arranged in such a manner that the TE-AD system was run at 240 W on the first night followed by the other operating powers on subsequent nights. Normalization of the test chamber was initiated 2 h preceding the start of the sleep study by powering on the TE-AD framework and the roof fan. Before the start of the trial, subjects were instructed to rest in the test-rooms for two consecutive nights as an adjustment period. The subjects were again briefed about the whole experiment. Anthropometric measurements such as weight, height, and body-to-mass-index of the subjects were taken in the preparation room one hour before the start of the sleep experiment ( Figure 2 ). Regular recordings of room temperature, relative humidity and air flow Energies 2019, 12, 3695 7 of 25 velocity as well as skin temperature, and heart rate of the subjects were taken. Subjects then sat on the bed in a relaxed manner to adapt to the test room surroundings. Fitbit Alta HR device in the form of a watch was worn by the occupants in sitting position. Before setting off to sleep, subjects were asked to complete a proforma pertaining to the indoor microclimate of the test chamber. The subjects were advised to recline for sleep at approximately 22:55, when the main lights were put off. The subjects covered themselves with a thin cotton sheet during sleeping as detailed earlier. Before they nodded off, the occupants were required to fill the thermal comfort survey form and then they were supposed to sleep from 23:15 to 07:00. Subjects then sat on the bed in a relaxed manner to adapt to the test room surroundings. Fitbit Alta HR device in the form of a watch was worn by the occupants in sitting position. Before setting off to sleep, subjects were asked to complete a proforma pertaining to the indoor microclimate of the test chamber. The subjects were advised to recline for sleep at approximately 22:55, when the main lights were put off. The subjects covered themselves with a thin cotton sheet during sleeping as detailed earlier. Before they nodded off, the occupants were required to fill the thermal comfort survey form and then they were supposed to sleep from 23:15 to 07:00. 
Results
Effect on Indoor Climatic Conditions
Experimental data were recorded at varying operating powers to the thermoelectric cooling system starting with 240 W up to 840 W, as described in the methodology. Variations in outdoors, indoors, center-of-bed temperature, as also relative humidity were recorded (Figures 3-6 ). Variations in the air flow velocity inside the test room are shown in Figure 7 . Data obtained at 240 W were ignored as they did not provide significant changes in the indoor climatic conditions. To assess the difference between the mean scores of indoor temperatures obtained at operating power of 360 W and 480 W, a two-sample t-test was performed. The test statistics show a significant difference in the indoor temperature between 360 W and 480 W operating powers at 95% of confidence interval (t = 6, df = 111). The mean decrease in the indoor temperature from 480 W to 600 W was 0.389 °C, as shown in Figure 3 . Indoor temperature data at operating power levels of 480 W was analyzed similarly, resulting in test statistics of (t = 1.28, df = 111), and a mean decrease in indoor temperature of 0.69 °C. Further increments in the operating power to TE-AD system, i.e., from 600 W to 720 W, significantly reduced the indoor temperature to (M = 24.27 +/− 1.14 °C). A comparison of temperatures at these two power levels from two-sample t-tests indicated (t = 2.26, df = 111) a mean decrease in the indoor temperature from 600 W to 720 W of 0.559 °C. Optimum performance in terms of temperature reduction was achieved at 720 W, and the mean indoor temperature achieved was (M = 23.72 +/− 0.97 °C). A comparison of temperatures obtained at 720 W and 840 W from two-tailed t-tests indicated (t = −1.176, df = 111) with a mean increase in the indoor temperature from 720 W to 840 W of 1.98 °C. ANOVA test was employed to estimate the difference between indoor temperatures at variable input 
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Mean Skin Temperature
Changes in mean skin temperature (MST) of the subjects with the TE-AD operating under varying power conditions is shown in Figure 8 . The average MST increased rapidly during the initial segment of the sleep. The average temperature remained at 34.7 °C for different operating powers 360 W to 840 W. A two-tailed t-test reported a significant change in the MST for each observation obtained at different input currents. First, the test was conducted between 360 W and 480 W, with the t-stat (t = 2.39, df = 144) and a standard deviation of 0.2095 was found. Similarly, tests were conducted at operating power input power 360 W to 840 W, and all analyses showed significant changes for each data set as compared to those of other input currents. The mean skin temperatures at operating power from 360 W to 840 W were 35 A further increment in the operating power input to the TE-AD system to 720 W decreased the temperature and relative humidity recorded close to the center of the bed by (M = 24.49 +/− 0.94 • C, M = 55.48 +/− 3.23). The temperature and relative humidity showed a rise when the operating power to the TE-AD system was raised from 720 W to 840 W, and the mean value increased to (M = 26.49
Changes in indoor air velocity at different operating power to the TE-AD apparatus are shown in Figure 7 . There is a significant change at 360 W and 480 W with (t = 3.6, df = 698) and a standard deviation of 2.19 was obtained for this combination. However, there was no significant change when comparing 480 W and 600 W with (t = −1.39, df = 698), standard deviation = 0.20. Similarly, the t-test showed no significant changes between 600 W and 720 W, 720 W and 840 W, and 360 W and 840 W. The maximum air velocity of 0.999 m/s was obtained at 840 W of current, and the smallest air velocity of 0.0001 m/s was obtained for 360 W of operating power.
Changes in mean skin temperature (MST) of the subjects with the TE-AD operating under varying power conditions is shown in Figure 8 . The average MST increased rapidly during the initial segment of the sleep. The average temperature remained at 34.7 • C for different operating powers 360 W to 840 W. A two-tailed t-test reported a significant change in the MST for each observation obtained at different input currents. First, the test was conducted between 360 W and 480 W, with the t-stat (t = 2.39, df = 144) and a standard deviation of 0.2095 was found. Similarly, tests were conducted at operating power input power 360 W to 840 W, and all analyses showed significant changes for each data set as compared to those of other input currents. The mean skin temperatures at operating power from 360 W to 840 W were 35 
Effects on Carbon Ddioxide Generation
The variations in CO2 generated inside the test room at different operating powers to the TE-AD apparatus are shown in Figure 9 . A paired-sample t-test was utilized to assess the difference in the mean scores of CO2 generation at operating power 360 W and 480 W and values of (t = −3.5, df = 144) at a 95% level of significance were obtained. This shows that the CO2 increases with an increase in the input current. There was an increase in the indoor CO2 content at an operating power of 480 W (M = 621.52) as compared to an operating power of 600 W (M = 654.32) which was found to be statistically significant. The t-test statistics was found as (t = 2.64, df = 144). The cooling effect produced by the TE-AD system increased by raising the operating power to the TE-AD system from 600 W to 720 W (M = 673.42), and the concentration of CO2 increased to (M = 713.43). Further increments in the operating power to the TE-AD system to 840 W significantly reduced the CO2 content inside the room to (M = 621.64). The TE-AD framework has turned out to be a standout among the most reliable and naturally well-disposed sustainable power source advancements, which assume a critical job in carbon dioxide emission mitigation. Analysis was performed to calculate the measure of CO2 discharge moderated because of the current TE-AD framework when contrasted with ordinary cooling frameworks. The thermal power plant in Malaysia powered by coal discharges an average of 1.21 kg/kWh CO2 [35] . Therefore, total CO2 mitigation from existing TE-AD system was calculated for 1 year and compared with normal air-conditioning system by using Equation (6) 
The variations in CO 2 generated inside the test room at different operating powers to the TE-AD apparatus are shown in Figure 9 . A paired-sample t-test was utilized to assess the difference in the mean scores of CO 2 generation at operating power 360 W and 480 W and values of (t = −3.5, df = 144) at a 95% level of significance were obtained. This shows that the CO 2 increases with an increase in the input current. There was an increase in the indoor CO 2 content at an operating power of 480 W (M = 621.52) as compared to an operating power of 600 W (M = 654.32) which was found to be statistically significant. The t-test statistics was found as (t = 2.64, df = 144). The cooling effect produced by the TE-AD system increased by raising the operating power to the TE-AD system from 600 W to 720 W (M = 673.42), and the concentration of CO 2 increased to (M = 713.43). Further increments in the operating power to the TE-AD system to 840 W significantly reduced the CO 2 content inside the room to (M = 621.64). The TE-AD framework has turned out to be a standout among the most reliable and naturally well-disposed sustainable power source advancements, which assume a critical job in carbon dioxide emission mitigation. Analysis was performed to calculate the measure of CO 2 discharge moderated because of the current TE-AD framework when contrasted with ordinary cooling frameworks. The thermal power plant in Malaysia powered by coal discharges an average of 1.21 kg/kWh CO 2 [35] . Therefore, total CO 2 mitigation from existing TE-AD system was calculated for 1 year and compared with normal air-conditioning system by using Equation (6) as follows [36] :
The CO 2 emission of the TE-AD framework was recorded at operating power of 720 W and for air-conditioning system, 24 • C was taken as the reference temperature. The room-temperature set point for practically all the workplaces in Malaysia is in the 24-26 • C range. Further, it was assumed that both the systems, i.e., the TE-AD system and normal air conditioning system run for 8 h per night.
The total CO 2 emissions due to the TE-AD system for 1 year of operation was estimated to be 2.28 tons, as compared to 3.7 tons for the conventional air-conditioning system, a reduction of 1.4 tons (38%). The CO2 emission of the TE-AD framework was recorded at operating power of 720 W and for air-conditioning system, 24 °C was taken as the reference temperature. The room-temperature set point for practically all the workplaces in Malaysia is in the 24-26 °C range. Further, it was assumed that both the systems, i.e., the TE-AD system and normal air conditioning system run for 8 h per night. The total CO2 emissions due to the TE-AD system for 1 year of operation was estimated to be 2.28 tons, as compared to 3.7 tons for the conventional air-conditioning system, a reduction of 1.4 tons (38%).
Effect on Heart Rate
The heart rate of all occupants was recorded and analyzed under different input power situations. The results are shown in Figure 10 . The maximum mean heart rate of 88.44 was observed at 360 W operating power, and the minimum mean heart rate (42.66 beats per minute) was registered at 720 W of power. An ANOVA test was carried out on heart rate data obtained under different TE-AD input power situations. The calculated values were as follows: F was 1.81 with 111 degrees of freedom (p value = 0.0013). The test showed there was a significant effect on the heart rates when the input power changed from 360 W to 480 W as well as when the input power was changed form 720 W to 840 W. 
Effect on Sleep Comfort Rating
The variations in the instrumental Predicted Mean Vote (PMV) and Predicted Percentage of Dissatisfied (PPD) ratings at different operating powers supplied to the TE-AD apparatus are shown in Figures 11 and 12 . For analysis of variations in PMV and PPD at operating power of 360 W and Sleep-stage variation of the subjects in relation to varying operating power has been shown in Figure 14 . Sleep-stage variation of the subjects in relation to varying operating power has been shown in Figure 14 .
Variation in comfort rating of the occupants when the operating power to the TE-AD was increased is shown in Figure 15 . The comfort sensation assessment of the occupants varied significantly at 360 W as compared to 480 W (t = −1.19, 95% CI) as detailed in Figure 15 . By increasing operating power to 480 W and then to 600 W comfort rating before and during sleep does not vary significantly (t = 1.26). Significant variations were observed when occupants gave a rating after waking up. Occupants reported an optimum comfort rating when the TE-AD apparatus was operated at 720 W. Comfort ratings after and during sleep do not vary significantly (t = 1.01, 95% CI). Significant variation was observed when occupants gave a rating before the start of sleep (t = −0.89). Shifting in comfort rating was observed at 840 W input to the TE-AD system. Rating after and during sleep does not vary significantly (t = 0.986), but significant variation was observed when occupants gave a rating before the start of sleep (t = 3.68). Sleep-stage variation of the subjects in relation to varying operating power has been shown in Figure 14 . Variation in comfort rating of the occupants when the operating power to the TE-AD was increased is shown in Figure 15 . The comfort sensation assessment of the occupants varied significantly at 360 W as compared to 480 W (t = −1.19, 95% CI) as detailed in Figure 15 . By increasing operating power to 480 W and then to 600 W comfort rating before and during sleep does not vary significantly (t = 1.26). Significant variations were observed when occupants gave a rating after waking up. Occupants reported an optimum comfort rating when the TE-AD apparatus was operated at 720 W. Comfort ratings after and during sleep do not vary significantly (t = 1.01, 95% CI). Significant variation was observed when occupants gave a rating before the start of sleep (t = −0.89). Shifting in comfort rating was observed at 840 W input to the TE-AD system. Rating after and during sleep does not vary significantly (t = 0.986), but significant variation was observed when occupants gave a rating before the start of sleep (t = 3.68). Overall thermal comfort ratings of the occupants when the TE-AD is functioned at different power-inputs are presented in Figure 16 . It was observed that overall thermal sensation ratings improve as operating power to the TE-AD is increased. At 360 W before and after sleep rating did not change significantly (t =1.21), and significant variation was observed when the objective opinion was recorded during sleeping (t = 2.98). Overall thermal sensation ratings of occupants did not show significant variation before (t = 1.85) and during sleep (t = 1.56) when the TE-AD was functioned at 480 W and 600 W, but significant variation was observed when occupants gave a rating after waking up (t = 4.56). Optimum thermal sensation rating was observed at 720 W, where occupants sleep rating was not significantly different before (t = 1.74) and after sleeping (t = 1.96), while significant variation was observed when the objective readings recorded during sleeping was compared (t = 2.36). Occupants overall thermal sensation rating worsens as the operating power supply increases to 840 W. Overall thermal comfort ratings of the occupants when the TE-AD is functioned at different power-inputs are presented in Figure 16 . It was observed that overall thermal sensation ratings improve as operating power to the TE-AD is increased. At 360 W before and after sleep rating did not change significantly (t =1.21), and significant variation was observed when the objective opinion was recorded during sleeping (t = 2.98). Overall thermal sensation ratings of occupants did not show significant variation before (t = 1.85) and during sleep (t = 1.56) when the TE-AD was functioned at 480 W and 600 W, but significant variation was observed when occupants gave a rating after waking up (t = 4.56). Optimum thermal sensation rating was observed at 720 W, where occupants sleep rating was not significantly different before (t = 1.74) and after sleeping (t = 1.96), while significant variation was observed when the objective readings recorded during sleeping was compared (t = 2.36). Occupants overall thermal sensation rating worsens as the operating power supply increases to 840 W. 
Comfort Temperature
The comparison of the linear regression with the Pearson correlation in between variables Ta, Tg, Topt is shown in Table 2 . As per international standards [37, 38] independent variable for the adaptive comfort model was chosen based on higher correlation coefficient and from Table 2 it is clear that Ta:Tg is having smaller coefficient as compared to Ta:Top. Hence operative temperature is chosen as an independent variable. The Figures 17 and 18 show the regression lines and scatter plot of Ta, Tg and Topt under the TE-AD cooling operation. It was found that the coefficient of correlation for Ta:Tg is slightly lower than Ta:Top. 
The comparison of the linear regression with the Pearson correlation in between variables T a , T g , T opt is shown in Table 2 . As per international standards [37, 38] independent variable for the adaptive comfort model was chosen based on higher correlation coefficient and from Table 2 it is clear that T a :T g is having smaller coefficient as compared to T a :T op . Hence operative temperature is chosen as an independent variable. The Figures 17 and 18 show the regression lines and scatter plot of T a , T g and T opt under the TE-AD cooling operation. It was found that the coefficient of correlation for T a :T g is slightly lower than T a :T op .
Furthermore, by using T comfort can be predicted by using the Griffiths method, using three Griffiths constant α (i.e., 0.25, 0.33, 0.50) as per researches performed by Humphreys et al. [34] and Mustapa et al. [39] .
It was found from the above Table 3 , the predicted comfort temperature is more stable when Griffiths constant α = 0.50, where standard deviation is low. 
Adaptive Thermal Comfort Model
The adaptive comfort model of test room with the TE-AD system can be obtained from the scatter plot as shown in Figure 19 having the linear regression between running mean temperature and comfort temperature. 
This comfort temperature is directly dependent on mean running temperature of the test room as shown in Equation 7 and thus changes as the outdoor climatic condition changes. These changes can cause variation in the metabolic activity of occupants. The indoor conditions of the test room 
This comfort temperature is directly dependent on mean running temperature of the test room as shown in Equation (7) and thus changes as the outdoor climatic condition changes. These changes can cause variation in the metabolic activity of occupants. The indoor conditions of the test room were adjusted by varying input power supply to the TE-AD system so that occupants can adopt the thermal condition of test room. This can be further explained by taking optimum condition of the TE-AD apparatus when running at input power of 720 W, the mean predicted T comfort was 23.7 ± 0.8 • C, with maximum and minimum values of 24.8 • C and 21.7 • C, respectively. These temperatures fall under the acceptability limit of adaptive comfort model which suggested that [40] 80% acceptability higher limits = T c + 3.5 • C
80% acceptability lower limits = T c − 3.5 • C
where 80% means that for acceptable condition of indoor comfort 80% occupants should comply with the T comfort .
Discussion
Sleep has been identified to happen in distinct stages: stage of rapid eye movement (REM) sleep and stage of NREM sleep. There are 4 stages of NREM sleep, Stages 1 to 4, denoting an increasing depth of sleep from Stage 1 through Stage 4. Slow-wave sleep (SWS) is Stages 3 and 4 of the NREM. This is essential for the physical restoration of the person and is a useful parameter in sleep assessment [41] . SWS happens in the initial one-third of the night [42] . In contrast, the REM sleep is more in the last third part of a full night sleep. Sleep starts in NREM and progresses through the deeper stages of sleep (Stage 1 to Stage 4) followed by REM sleep. The sleep alternates between NREM and REM with an approximately 90-min cycle. A normal person may have 4 to 6 such episodes during a 6-7 h sleeping period. As the night progresses the NREM stages become fewer, while the duration of REM sleep episode increases. Both the REM and NREM sleep are marked by physiologic variations such as changes in brain activity, sympathetic nervous system activity, muscle tone as well as variations in body temperature, heart rate, cerebral blood flow, blood pressure (BP), etc. As compared to waking state heart rate, blood pressure and brain blood perfusion are decreased during NREM sleep, while during REM sleep these parameters show an increase [11] . Apart from SWS, sleep onset latency (SOL) is another important measure of sleep quality. SOL is the time taken from reclining with an intent to sleep to the initiation of sleep. Usually, shorter the SOL, better is the quality of sleep. SOL is one of the main parameters which is deranged in persons suffering from insomnia [43] .
Thermal environment affects sleep in a significant way [13] . The preoptic-anterior-hypothalamus (POAH) is a part of the brain which is responsible for thermoregulation. This center also regulates sleep [44] . There are several physiological changes related to thermoregulation studied in relation to sleep in humans. Heat dissipation from the body immediately before sleep is correlated with sleep onset latency which is an important indicator of sleep quality [45] . A number of researches have been undertaken to measure the comfort level of occupants during waking as well as sleep states in different thermally adapted conditions, especially the modifications of microclimate using air-conditioners. Air-conditioners uses high energy intensive mechanical equipment for providing comfortable conditions. Therefore, the TE-ADs are an emerging technology, the efficiency of which is being tested in improving the microclimate of indoor spaces. Further, economic and energy consumption comparison of the commercially available air-conditioner with the TE-AD system shows significant benefits of the latter [46] . These are energy-efficient and eco-friendly and have the potential for large-scale use. However, research evaluating sleep quality in a test-space equipped with a TE-AD heating/cooling system for sleep conditions is still in the initial stages [29] .
This study investigates the effects on sleep quality and thermoregulation in test-room conditions when the TE-AD framework is operated at variable power inputs (i.e., from 240 W to 840 W) in a tropical climate setting. The cooling power of the system gradually increased leading to a decrease in indoor temperature as well as relative humidity (RH%), when operating power was increased from 240 W to 720 W. However, when the operating power was further increased to 840 W, the cooling performance of the TE-AD deteriorated and indoor temperature as well as relative humidity increased (Figures 4 and 5 ). When the power to the TE-AD was set at 840 W, it underwent reverse heat transfer i.e., the hot sides of the TEMs started transferring heating back to the cold sides of the TEMs. Hence, 720 W was found to be the optimum power input for the TE-AD device used in the experiment. At operating power of 360 W and 840 W, the microclimatic conditions near the bed were worse. It was observed that variations in the mean skin temperature (MST) were dependent on the microclimatic parameters inside the test chamber. Elevated temperature and RH% affects the physiology of humans [47] . Variations in the microclimatic heat-level leads to the generation of a sympathetic reflex [48] which causes changes in the skin temperature. Increase in peripheral blood flow is the physiological response of the body to any rise in microclimatic temperature which is intended to increase heat losses through the surface of the skin [49] . The dilated peripheral blood vessels increase the mean skin temperature, which is controlled by either of the two pathways-the noradrenergic system (blood vessel constriction) or the adrenergic system (blood vessel dilation). The mean RH% at 360 W and 840 W were higher, which created thermal stress in the occupants during sleep as a higher RH% is an impediment to thermoregulation. Sweat rate is highest in SWS. Hence, a decrease in sweat rate affects the SWS sleep. Additionally, as REM is most sensitive to the ambient temperature, the REM was also affected when the room temperature was high [50] . The occupants took additional time while changing from the waking state (WS) to REM when the TE-AD framework was worked at both 360 W and at 840 W. Additionally, the duration of deep-sleep was shorter, as was the length of the NREM, i.e., the sleep quality was poorer in these cases. Higher relative humidity and higher temperature in the early segment of the sleep affects the sleep Energies 2019, 12, 3695 20 of 25 stages more than the later segments [50] and [51] . A high ambient temperature and RH% affects the overall sleep quality.
The sleep onset latency time was more when the TE-AD was functioned at 360 W and 840 W as compared to 600 W and 720 W, as shown in Figure 14 . This increase in SOL is because of high temperature and RH% near the center of the bed, which causes a decrease in the total sleep duration and a reduction in SWS and REM durations, and increased wakefulness and sleep onset latency time, as also suggested by another researcher [52] . A little decrease in the test-room temperature and relative humidity by raising the operating power to the TE-AD caused a more favorable objective and subjective feedback of occupants as regards the sleep quality. This was also suggested by the authors of Reference [53] in their study of sleep quality under microclimate modified by using air-conditioners.
Both objective and subjective assessments of comfort level and overall thermal sensation at operating power levels of 360 W and 840 W suggested that tenants were not comfortable with the sleeping environment at these inputs, as shown in Figures 16 and 17 . At 360 W power input to the TE-AD framework, tenants assessed the indoor climatic environment as uncomfortable to some extent (3) before the start of sleep, and changed their opinion after waking up to uncomfortable (2) . However, the objective rating during sleep suggested a neutral (4) indoor condition. Occupants rated the overall thermal comfort sensation in the given indoor climatic conditions as slightly hot (5) during and after sleep, although at the start of the experiment, the occupants had rated the indoor microclimate as neutral (4), as shown in Figure 17 . The PMV and PPD ratings, as shown in Figures 12 and 13 , support the above results concluding that 24% of the subjects were not satisfied with the microclimatic conditions of the test chamber.
A further increment in the operating power to 480 W and then to 600 W improved the cooling effect of the TE-AD. When air passed through the cold sides of the TEMs, the temperature and moisture content got decreased. This cool, dehumidified air reduced the temperature and relative humidity inside the room. The microclimatic conditions adjacent to the center of the bed were improved and created a more conducive sleeping environment. The sleeping comfort level of the occupants and overall thermal sensation ratings were progressively improved as the TE-AD operation progressed from 480 W to 600 W. Occupants that were rating a neutral (4) comfort sensation before and during sleeping at a TE-AD operation of 480 W shifted their ratings to slightly comfortable (5) for indoor climatic conditions at 600 W. Meanwhile, the after-sleep rating at 480 W was slightly uncomfortable (3) but changed to neutral at 600 W operating power. The overall thermal sensation ratings also suggest that the opinions of the subjects before and during sleep were neutral (4) at 480 W, but changed to slightly cool (3) for the indoor thermal climate at 600 W. In addition, the after-sleep opinions, which were slightly hot (5) at 480 W, changed to neutral (4) at 600 W. The mean skin temperature (MST) was also reduced by raising the operating power to the TE-AD framework from 480 to 600 W. This decrease resulted from reduction in the temperature as well as RH% in the test room, facilitating better heat dissipation from the skin. The PMV and PPD ratings support the above results and suggest that the PPD percentage of occupants at 480 W was improved from 19.4% to 15.4% at 600 W. Therefore, more subjects were satisfied with the indoor microclimate of the test room during sleep, as shown in Figures 12 and 13 .
The optimum cooling performance of the TE-AD system was achieved when it was operated at 720 W. The indoor temperature and relative humidity decreased to 23 • C and 51%, respectively. The core body temperature of the occupants (T core ) diminished during this stage owing to the circadian rhythm as well as progression of the sleep [54] . T core decreases because of a loss of heat from the skin surface which occurs due to vasodilation of the arteriovenous anastomoses [55] . An increased MST normally occurs because of the reduced activity of noradrenergic blood vessel constricting tone, thus allowing more blood influx from the core at higher temperatures. This leads to loss of heat from the skin surface to the surroundings [56] . Tenants that were rating a comfortable (6) pre-sleep sensation at a TE-AD operation of 720 W shifted their ratings to slightly comfortable (5) for indoor climatic conditions during and after sleeping. At the operating power of 720 W, the overall thermal sensation ratings of the occupants before sleep was slightly cool (3) , which changed to cool (2) after sleep-an increase in cold perception. The mean skin temperature was also reduced when the operating power was increased to 720 W. This reduction resulted from a change of the microclimate of the room-decreased temperature as well as relative humidity, which facilitated better heat dissipation. The PMV and PPD ratings also support the above results and suggest that the PPD percentage of occupants improved to 9% at 720 W. Therefore, more tenants were pleased with the indoor sleeping conditions of the test chamber as shown in Figure 13 , and the room met the ASHRAE 55 standards [57] criteria for comfortability. Figure 11 shows heart-rate variation of the occupants under different stages of sleep when TE-AD system was operated under different operating power. It was found that the 360 W and 840 W operating power caused greater variation in heart rate as compared to other input powers. The heart and respiratory rates of the subjects declined with progression in sleep stages from attentiveness to REM so as to adjust to the slowdown in body metabolism. The mean heart rate also showed a decrease as the occupant entered S1 and after that to S3 + S4 (SWS). This reduction in the heart rate happened because the neuronal signals that raise the pulse rate of the subjects were inhibited, and the nerve signals that bring down the pulse rate were stimulated. Somer el al. [58] discovered that stages of sleep have an influence on the cardiovascular performance. During REM heart rate as well as respiratory activity is more as compared to wakefulness and NRE [58] . Occupants heart and respiratory rates were higher when the operating power to the system was 360 W as well as 840 W, due to hotter and more humid microclimatic conditions. This condition leads to shifting in sleep stage from NREM sleep to REM sleep. When the power input to the TE-AD framework was increased from 480 W to 720 W, the cooling capacity of the system also increased leading to better regulation of the sleep stages and improved overall sleep quality. This real scale study provide alternative air-cooling mechanism which is free from refrigerant, compressor, evaporator, condenser and pumps with high reliability and less maintenance. As TEMs required direct electrical current for its operation, future studies can focus on changing power source from grid to solar photovoltaic system.
Conclusions
This research analyzes the subjective and objectives parameters of sleep quality of volunteer-occupants who slept in a test chamber with a TE-AD framework operated at six pre-determined levels of input supply, i.e., 240 W to 840 W. The conclusions are:
•
When the operating power to the TE-AD framework was raised from 240 W to 720 W, the cooling capacity of the framework increases, causing a decrease in room temperature as well as relative humidity.
The sleep satisfaction level of the subjects was increased by raising the power input to the TE-AD framework. Shifts in sleeping stages and heart-rate variability were at a minimum when the TE-AD framework was functioned at 720 W. The 720 W input power supply provided optimum sleeping comfort as compared to other levels of the input power.
Increasing the power supply beyond 720 W reduced the cooling function of the system drastically resulting in a lowering of the sleep quality and overall thermal sensation; increase in sleep onset latency time, increased sleep stages shifting frequency, increased heart rate, and a decrease in PMV and PPD ratings.
Of the six operating powers, it was at 360 W as well as 840 W operation of TE-AD, that the SOL of the test-room occupants was greatest and it was at a minimum when it was functioned at 600 W and at 720 W. At 720 W of input power, the occupants spent lengthier time in the NREM sleeping stage in contrast to operating inputs of 360 W or 840 W.
Both the PMV and PPD ratings revealed that most of the tenants were thermally satisfied with the test-chamber microclimate when the TE-AD framework was operated at 720 W. At this power input, the PMV rating was in the range of ± 0.5, and PPD was in the range of 9%, thus meeting ASHRAE Standard 55.
The adaptive comfort temperature predicted T comfort was 23.7 ± 0.8 • C, at maximum and minimum values of 24.8 and 21.7 • C, respectively.
Optimizing power of operation of the TE-AD is environmentally sustainable. Estimated reduction in CO 2 emission was calculated to be around 38% as compared to the conventional air-conditioning. 
